
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCSICO BAY REGION

ORDER NO. 89 - 072

WATER RECLAMATION REQUIREMENTS FOR:

MUSTARDS GRILL AND
CRYSTAL VALLEY CELLARS,
IN NAPA VALLEY, NAPA COUNTY

The California Regional Water Quality Control Board, San
Francisco Bay Region (hereinafter called the Board), finds that:

1. The Mustards Grill restaurant and Crystal Valley Cellars
winery (hereinafter collectively called the Discharger), are
located at 7399 st. Helena Highway and 7415 st. Helena
Highway, respectively, on adjacent properties which are
approximately one and a half miles northwest of the town of
Yountville, in Napa County. The Discharger, on January 1,
1988, filed a Report of Waste Discharge with the Board
relative to the treatment and disposal of wastewater from the
existing Mustards Grill restaurant and the proposed Crystal
Valley Cellars winery. The Discharger, through its
consultant, submitted additional information on December 21,
1988, in response to the Board's request for technical
information regarding the proposed wastewater treatment and
disposal system.

2. The Discharger proposes to discharge the following wastes:

a. winery process wastewater from the proposed Crystal Valley
Cellars winery, which will produce 30,000 gallons of wine
per year, and an associated wine tasting facility. The
annual wastewater generation rate is projected to be 84,000
gallons of winery process wastewater at the ultimate
production capacity. The majority of the winery process
wastewater will be produced during the 60-day crushing
season in the autumn.

b. Domestic
visitors
be about

wastewater generated
Annual wastewater

110,000 gallons.

from winery employees and
generation is estimated to

c. Domestic wastewater generated from employees and customers
of the existing Mustards Grill restaurant, during the six­
month wet weather season. Wastewater generation during
this six month period is estimated to be about 200,200
gallons.

3. Each of the wastewater streams identified above will receive
primary settling in separate septic tanks, prior to being
combined. The wastewater streams will be combined in a 1500
gallon sump, and pumped to two aeration ponds located at the
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